
Installation instructions
of MODEM 1000 station

Installation
The horizontally used station can be mounted
on the wall (screws and anchors provided),
fixed on a cart, or placed on a pallet. 

Change columns
The saturation level of the station is visible: the
sa- turated resin turns from GREEN to PURPLE. 

Spare parts
DEM’O and MODEM 1000 replacement tip:
• elbow fitting : RC.DEMO

DEM’O and MODEM 1000 replacement pipe:
• polyethylene pipe : TP.DEMO

To prevent overpressure, close the blue wa-
ter supply valve, upstream of the appliance,
when not in use.

Install the male part of the KCR system on the
water inlet.
Link the feeder pipe with the faucet by using
the supplied adapter 
Remove the closing the tube output
Adjust the flow rate to 60 liters/hour
maximum.
The inlet and outlet fittings can be
interchanged to choose the direction of water
flow using the provided wrench set.
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When the last column completely turned
PURPLE, remove all columns from the support
using the set of keys provided. 
Replace them by new columns. 
Replace the connections of input-output and
those interconnecting columns.
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